2

1

[rev. | zove | ecnmo. | opae [ By ]

KR | APP.

Phil Pape, Controls Division 5/31/2002 9:59 AM RACK_CLUSTER_RV.dwg

RK-5633
INSTRUMENTATION

RK-5634
INSTRUMENTATION

RK-5635
INSTRUMENTATION

RK-5636
INSTRUMENTATION

RK- 5629 RK- 5630 RK-5631 RK-5632
INSTRUMENTATION INSTRUMENTATION INSTRUMENTATION INSTRUMENTATION
4 - -

. .
“CSTOS7TINSTL < @ 2o &,

= 5
— BUFFERED MADC IO POWER SUPPLY
T ow = —

1A EaE*o 0 aali™yg o

HV POWER SUPPLY

_Uﬁ-’-

1A RaEFe Qoo o

CST957.INsT2 < M 2o

REAR VIEW

-aaw-"m: REF DESIGNATOR |Imlno.| DESCRIPTION. MATL DNG NO.BNL NO.
INTERPRET IN GENERAL QA. CATEGORY A—3 | oae BROOKHAVEN NATIONAL LABORATORY
ACCORDANCE WITH —
ASME Yi424M-1988 | "™ [P AP E |wim UPTON, N.Y. 11973

UNLESS OTHERWISE SPECIFIED
DIMENSIONS ARE IN INCHES

CHECKED
BY

CA—CONTROLS

R =N BAF BLDG 957
X £:008 A RACK CLUSTER REAR VIEW
i P = Drawing Number e
N/ | o e NEXT ASSEMBLY D LA A
ouTRTINe FINISH mae XX un. XX MATERIAL: —l scate: FULL |w5|crrn - |SHEEI' 10F1
6 5 4 3 2 1 *AUTOCAD




